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• Retain this manual for future reference. When the unit is reinstalled or repaired, make this manual available to those who provide 
these services. Make sure that the Installation Manual is passed on to any future air condition system users. 

The Installation Manual and the following part are included in the package.
* Leave the cover in the package until ready to install to protect it from damage.

Note This product is for exclusive use with the AG-150A unit.

1 Parts List

Name 1 Black surface cover

Quantity 1

Shape

2 External Dimensions

Air-conditioner Network System Optional Parts
Black Surface Cover for AG-150A
PAC-YG71CBL
Installation Manual

Applicable 
Model

Centralized Controller
AG-150A

300 (11-13/16)
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5 
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Unit: mm (in)

http://planetaklimata.com.ua/
http://planetaklimata.com.ua/catalog/lineup/?goodsid=923&path=root-11-10-184-923
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1. Remove the white surface cover from the centralized controller.

2. Fit the black surface cover on the centralized controller.

3 Installation

Insert a flat-tip 
screwdriver in the holes 
indicated and move the 
handle up to remove 
the cover.

HEAD OFFICE: TOKYO BLDG. , 2-7-3, MARUNOUCHI, CHIYODA-KU, TOKYO 100-8310, JAPAN
Authorized representative in EU: MITSUBISHI ELECTRIC EUROPE B.V.

HARMAN HOUSE, 1 GEORGE STREET, UXBRIDGE, MIDDLESEX UB8 1QQ, U.K.

WT05421X01
Printed in Japan
Recycled Paper

http://planetaklimata.com.ua/proizvoditeli/kondicionery-mitsubishi-electric/

